


Laboratory Analysis Report                                           

46309 Warm Springs Blvd.
Fremont, CA 94539-7028
Phone: (510) 979-1979; Fax: (510) 668-1980 
www.aemtek.com; labreports@aemtek.com

Submitted to:  MECA Consulting, Inc.  
 620 Contra Costa Blvd., Suite 102  
 Pleasant Hill, CA 94523  

Attn:  Mariah Batt  

 

Aemtek No:     910143   

  

Purpose:    The purpose of this report is to present laboratory
results obtained by analyzing the samples submitted to Aemtek,
Inc. The report includes this cover and the data sheet (s).
Limitations:    The test results presented in this report are only
related to the samples supplied by the client and analyzed by
Aemtek. This report shall not be reproduced, except in full,
without written authorization of Aemtek. Aemtek shall have no
liability to anyone with respect to any interpretations or uses of
the laboratory report, decisions made or actions taken as a
result of or based on the data reported. In no event shall
Aemtek’s liability with respect to the reported test results
exceed the amount paid for the project by the client to Aemtek.
Sample information:    Sample identification, location, volume,
weight, and area are from the client’s Chain of Custody. Unless
specifically noted, the samples were received in acceptable 
condition.
Significant figures:    Because of the nature of the biological
samples and analytical methods, the number of significant
figures should generally be one or two, although the actual
calculation results are reported. 
Sample Custody:    Samples accepted by Aemtek shall remain
the property of client while in the custody of Aemtek. Aemtek
shall retain preparations of direct exam samples for 30 days
and culturable samples for 7 days following the date of issuing
this report. After the retention period, the samples shall be
sterilized and discarded, unless otherwise requested by the
client. 
Confidentiality:   Aemtek shall not provide analytical results or
client’s project information to any party other than the client,
unless requested by the client, in writing, or by law.
About Aemtek:    Aemtek, Inc. is an environmental microbiology
laboratory providing reliable, fast, and expert laboratory
services for the detection, identification, and analysis of
microorganisms. We are committed to excellence in quality,
service, and technology. All analysts are experienced Ph.D.
specialists. The laboratory is accredited by the American
Industrial Hygiene Association (AIHA) in the Environmental
Microbiology Laboratory Accreditation Program (EMLAP Lab 
#167620). 

            

Project ID : 16010.2050   

Location : Heast ES - Pleasanton USD   

P.O. Number : 4903   

    

Sampling Date : October 12, 2009   

Sample Received : October 14, 2009   

Data Reported : October 16, 2009   

  

Approved by : 
  

  

Dr. Florence Wu Dr. Steven Huang 

Principal Mycologist Laboratory Director 

   

  
Aemtek Laboratory Report, Cover Sheet  

 

                                        

Note: This report, e-mailed or faxed, contains information that is confidential, proprietary and/or privileged. It is intended only for the company/individual(s) to whom it is
addressed. If you are not the intended recipient, please immediately delete/destroy this report and notify Aemtek at 510-979-1979. Thank you for your cooperation. 



Laboratory Analysis Report   

Data Sheet Aemtek No. 910143 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Heast ES - Pleasanton USD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.12.701 09.10.12.702 09.10.12.703 09.10.12.704 09.10.12.705
 Location Pre Outdoor Library B-27 B-28 B-26 
 Air Volume (L) 75 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria 3 39 1 2 26 1 1 13 2 1 13 1 1 13 0 
 Ascospores 1 13 0 - - - - - - - - - 1 13 0 
 Aspergillus/Penicillium-like 143 1859 35 61 793 34 12 156 28 36 468 30 68 884 27 
 Basidiospores 8 104 2 3 39 2 2 26 5 3 39 3 4 52 2 
 Beltrania - - - - - - - - - - - - - - - 
 Bipolaris/Dreschlera 1 13 0 - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - - - - 
 Chaetomium 1 13 0 - - - - - - - - - - - - 
 Cladosporium 132 1716 33 72 936 40 11 143 26 41 533 34 116 1508 45 
 Curvularia - - - - - - - - - - - - - - - 
 Epicoccum - - - - - - - - - - - - - - - 
 Ganoderma 3 39 1 - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 9 117 2 8 104 4 4 52 9 1 13 1 13 169 5 
 Nigrospora - - - - - - - - - - - - - - - 
 Oidium 2 26 0 - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - - - - 
 Other hyaline spores 86 1118 21 28 364 15 11 143 26 29 377 24 21 273 8 
 Other colored spores - - - 1 13 1 - - - 1 13 1 - - - 
 Hyphal fragments 15 195 4 6 78 3 2 26 5 8 104 7 31 403 12 
 Total 404 5252 100 181 2353 100 43 559 100 120 1560 100 255 3315 100 

 Pollen/m - - - - 13 
 Insect or dust mite parts/m - - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 13 
 General Density 1-25% 26-50% 26-50% 26-50% 51-75% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 12 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910143 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Heast ES - Pleasanton USD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.12.706 09.10.12.707 09.10.12.708 09.10.12.709
 Location B-25 B-23 B-24 B-22 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria - - - 1 13 1 - - - 1 13 2 
 Ascospores 1 13 5 - - - - - - - - - 
 Aspergillus/Penicillium-like 5 65 26 28 364 29 17 221 39 16 208 25 
 Basidiospores - - - 1 13 1 1 13 2 1 13 2 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - 
 Cladosporium 4 52 21 47 611 49 20 260 45 31 403 48 
 Curvularia - - - - - - - - - - - - 
 Epicoccum - - - - - - - - - - - - 
 Ganoderma - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 1 13 5 6 78 6 - - - 2 26 3 
 Nigrospora - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 7 91 37 6 78 6 5 65 11 8 104 13 
 Other colored spores - - - - - - - - - 1 13 2 
 Hyphal fragments 1 13 5 6 78 6 1 13 2 4 52 6 
 Total 19 247 100 95 1235 100 44 572 100 64 832 100 

 Pollen/m - - - - 

 Insect or dust mite parts/m - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 1-25% 51-75% 26-50% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 12 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910143 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Heast ES - Pleasanton USD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.12.710 09.10.12.711 09.10.12.712 09.10.12.713
 Location B-21 K-1 K-2 Post Out 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria - - - - - - - - - 2 26 1 
 Ascospores - - - - - - - - - - - - 
 Aspergillus/Penicillium-like 14 182 20 31 403 46 19 247 42 46 598 16 
 Basidiospores 1 13 1 - - - - - - 7 91 2 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - 
 Cladosporium 36 468 51 20 260 29 16 208 36 142 1846 50 
 Curvularia - - - - - - - - - - - - 
 Epicoccum - - - - - - - - - 1 13 0 
 Ganoderma - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 3 39 4 2 26 3 - - - 10 130 4 
 Nigrospora - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 15 195 21 6 78 9 10 130 22 53 689 19 
 Other colored spores - - - - - - - - - 2 26 1 
 Hyphal fragments 2 26 3 9 117 13 - - - 20 260 7 
 Total 71 923 100 68 884 100 45 585 100 283 3679 100 

 Pollen/m - - - 26 
 Insect or dust mite parts/m - - - 13 
 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 26-50% 51-75% 26-50% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 12 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910143 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Heast ES - Pleasanton USD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.12.701 09.10.12.702 09.10.12.703 09.10.12.704 09.10.12.705 09.10.12.706 09.10.12.707
 Location Pre Outdoor Library B-27 B-28 B-26 B-25 B-23 
 Air Volume (L) 75 75 75 75 75 75 75 

 Fungal Identification Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m
 Alternaria 39 26 13 13 13 - 13 
 Ascospores 13 - - - 13 13 - 
 Aspergillus/Penicillium-like 1859 793 156 468 884 65 364 
 Basidiospores 104 39 26 39 52 - 13 
 Beltrania - - - - - - - 
 Bipolaris/Dreschlera 13 - - - - - - 
 Botrytis - - - - - - - 
 Cercospora - - - - - - - 
 Chaetomium 13 - - - - - - 
 Cladosporium 1716 936 143 533 1508 52 611 
 Curvularia - - - - - - - 
 Epicoccum - - - - - - - 
 Ganoderma 39 - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 117 104 52 13 169 13 78 
 Nigrospora - - - - - - - 
 Oidium 26 - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - 
 Pithomyces - - - - - - - 
 Stachybotrys - - - - - - - 
 Stemphylium - - - - - - - 
 Torula - - - - - - - 
 Ulocladium - - - - - - - 
 Other hyaline spores 1118 364 143 377 273 91 78 
 Other colored spores - 13 - 13 - - - 
 Hyphal fragments 195 78 26 104 403 13 78 
 Total 5252 2353 559 1560 3315 247 1235 

 Pollen/m - - - - 13 - - 

 Insect or dust mite parts/m - - - - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 13 13 13 
 General Density 1-25% 26-50% 26-50% 26-50% 51-75% 1-25% 51-75% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 100% 100% 

 

Reviewed by:     
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910143 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Heast ES - Pleasanton USD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.12.708 09.10.12.709 09.10.12.710 09.10.12.711 09.10.12.712 09.10.12.713  
 Location B-24 B-22 B-21 K-1 K-2 Post Out Post Out 
 Air Volume (L) 75 75 75 75 75 75 - 

 Fungal Identification Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m
 Alternaria - 13 - - - 26 - 
 Ascospores - - - - - - - 
 Aspergillus/Penicillium-like 221 208 182 403 247 598 - 
 Basidiospores 13 13 13 - - 91 - 
 Beltrania - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - 
 Botrytis - - - - - - - 
 Cercospora - - - - - - - 
 Chaetomium - - - - - - - 
 Cladosporium 260 403 468 260 208 1846 - 
 Curvularia - - - - - - - 
 Epicoccum - - - - - 13 - 
 Ganoderma - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut - 26 39 26 - 130 - 
 Nigrospora - - - - - - - 
 Oidium - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - 
 Pithomyces - - - - - - - 
 Stachybotrys - - - - - - - 
 Stemphylium - - - - - - - 
 Torula - - - - - - - 
 Ulocladium - - - - - - - 
 Other hyaline spores 65 104 195 78 130 689 - 
 Other colored spores - 13 - - - 26 - 
 Hyphal fragments 13 52 26 117 - 260 - 
 Total 572 832 923 884 585 3679 - 

 Pollen/m - - - - - 26 - 
 Insect or dust mite parts/m - - - - - 13 - 
 Detection Limit (spores/m  ) 13 13 13 13 13 13 - 
 General Density 26-50% 26-50% 26-50% 51-75% 26-50% 26-50% - 
 % of Trace Analyzed 100% 100% 100% 100% 100% 100% - 

 

Reviewed by:     
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Laboratory Analysis Report                                           

46309 Warm Springs Blvd.
Fremont, CA 94539-7028
Phone: (510) 979-1979; Fax: (510) 668-1980 
www.aemtek.com; labreports@aemtek.com

Submitted to:  MECA Consulting, Inc.  
 620 Contra Costa Blvd., Suite 102  
 Pleasant Hill, CA 94523  

Attn:  Mariah Batt  

 

Aemtek No:     910237   

  

Purpose:    The purpose of this report is to present laboratory
results obtained by analyzing the samples submitted to Aemtek,
Inc. The report includes this cover and the data sheet (s).
Limitations:    The test results presented in this report are only
related to the samples supplied by the client and analyzed by
Aemtek. This report shall not be reproduced, except in full,
without written authorization of Aemtek. Aemtek shall have no
liability to anyone with respect to any interpretations or uses of
the laboratory report, decisions made or actions taken as a
result of or based on the data reported. In no event shall
Aemtek’s liability with respect to the reported test results
exceed the amount paid for the project by the client to Aemtek.
Sample information:    Sample identification, location, volume,
weight, and area are from the client’s Chain of Custody. Unless
specifically noted, the samples were received in acceptable 
condition.
Significant figures:    Because of the nature of the biological
samples and analytical methods, the number of significant
figures should generally be one or two, although the actual
calculation results are reported. 
Sample Custody:    Samples accepted by Aemtek shall remain
the property of client while in the custody of Aemtek. Aemtek
shall retain preparations of direct exam samples for 30 days
and culturable samples for 7 days following the date of issuing
this report. After the retention period, the samples shall be
sterilized and discarded, unless otherwise requested by the
client. 
Confidentiality:   Aemtek shall not provide analytical results or
client’s project information to any party other than the client,
unless requested by the client, in writing, or by law.
About Aemtek:    Aemtek, Inc. is an environmental microbiology
laboratory providing reliable, fast, and expert laboratory
services for the detection, identification, and analysis of
microorganisms. We are committed to excellence in quality,
service, and technology. All analysts are experienced Ph.D.
specialists. The laboratory is accredited by the American
Industrial Hygiene Association (AIHA) in the Environmental
Microbiology Laboratory Accreditation Program (EMLAP Lab 
#167620). 

            

Project ID : 16010.2050   

Location : Hearst ES - PUSD   

P.O. Number : 4935   

    

Sampling Date : October 21, 2009   

Sample Received : October 23, 2009   

Data Reported : October 23, 2009   

  

Approved by : 
  

  

Dr. Florence Wu Dr. Steven Huang 

Principal Mycologist Laboratory Director 

   

  
Aemtek Laboratory Report, Cover Sheet  

 

                                        

Note: This report, e-mailed or faxed, contains information that is confidential, proprietary and/or privileged. It is intended only for the company/individual(s) to whom it is
addressed. If you are not the intended recipient, please immediately delete/destroy this report and notify Aemtek at 510-979-1979. Thank you for your cooperation. 



Laboratory Analysis Report   

Data Sheet Aemtek No. 910237 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES - PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.21.701 09.10.21.702 09.10.21.703 09.10.21.704
 Location Pre Out B1 B3 B9 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria 4 52 0 - - - 1 13 1 3 39 3 
 Ascospores 35 455 1 - - - 3 39 2 - - - 
 Aspergillus/Penicillium-like 173 2249 5 21 273 19 48 624 26 24 312 26 
 Basidiospores 1728 22464 47 8 104 7 25 325 14 2 26 2 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - 
 Cladosporium 312 4056 8 21 273 19 25 325 14 9 117 10 
 Curvularia - - - - - - - - - - - - 
 Epicoccum - - - - - - - - - - - - 
 Ganoderma 6 78 0 - - - 1 13 1 - - - 
 Myxomycetes/Periconia/Rust/Smut 7 91 0 - - - - - - 2 26 2 
 Nigrospora - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 1422 18486 39 63 819 56 79 1027 43 51 663 55 
 Other colored spores - - - - - - - - - - - - 
 Hyphal fragments 3 39 0 - - - 1 13 1 1 13 1 
 Total 3690 47970 100 113 1469 100 183 2379 100 92 1196 100 

 Pollen/m - - - - 

 Insect or dust mite parts/m - 13 - - 

 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 26-50% 1-25% 26-50% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 21 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910237 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES - PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.21.705 09.10.21.706 09.10.21.707 09.10.21.708
 Location B12 B18 B20 Post Out 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria 1 13 2 - - - - - - 1 13 0 
 Ascospores - - - 3 39 2 1 13 1 17 221 1 
 Aspergillus/Penicillium-like 15 195 23 27 351 20 13 169 10 49 637 2 
 Basidiospores 2 26 3 12 156 9 27 351 21 984 12792 33 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - 
 Cladosporium 3 39 5 19 247 14 23 299 18 511 6643 17 
 Curvularia - - - 1 13 1 - - - - - - 
 Epicoccum - - - - - - - - - 1 13 0 
 Ganoderma - - - - - - - - - 2 26 0 
 Myxomycetes/Periconia/Rust/Smut - - - 2 26 1 2 26 2 18 234 1 
 Nigrospora - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 42 546 66 74 962 54 61 793 47 1435 18655 48 
 Other colored spores - - - - - - - - - - - - 
 Hyphal fragments 1 13 2 - - - 2 26 2 1 13 0 
 Total 64 832 100 138 1794 100 129 1677 100 3019 39247 100 

 Pollen/m - - - 26 
 Insect or dust mite parts/m - - - 13 
 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 1-25% 26-50% 1-25% 1-25% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 21 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910237 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES - PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.21.701 09.10.21.702 09.10.21.703 09.10.21.704 09.10.21.705 09.10.21.706 09.10.21.707 09.10.21.708
 Location Pre Out B1 B3 B9 B12 B18 B20 Post Out 
 Air Volume (L) 75 75 75 75 75 75 75 75 

 Fungal Identification Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m
 Alternaria 52 - 13 39 13 - - 13 
 Ascospores 455 - 39 - - 39 13 221 
 Aspergillus/Penicillium-like 2249 273 624 312 195 351 169 637 
 Basidiospores 22464 104 325 26 26 156 351 12792 
 Beltrania - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - 
 Botrytis - - - - - - - - 
 Cercospora - - - - - - - - 
 Chaetomium - - - - - - - - 
 Cladosporium 4056 273 325 117 39 247 299 6643 
 Curvularia - - - - - 13 - - 
 Epicoccum - - - - - - - 13 
 Ganoderma 78 - 13 - - - - 26 
 Myxomycetes/Periconia/Rust/Smut 91 - - 26 - 26 26 234 
 Nigrospora - - - - - - - - 
 Oidium - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - 
 Pithomyces - - - - - - - - 
 Stachybotrys - - - - - - - - 
 Stemphylium - - - - - - - - 
 Torula - - - - - - - - 
 Ulocladium - - - - - - - - 
 Other hyaline spores 18486 819 1027 663 546 962 793 18655 
 Other colored spores - - - - - - - - 
 Hyphal fragments 39 - 13 13 13 - 26 13 
 Total 47970 1469 2379 1196 832 1794 1677 39247 

 Pollen/m - - - - - - - 26 
 Insect or dust mite parts/m - 13 - - - - - 13 
 Detection Limit (spores/m  ) 13 13 13 13 13 13 13 13 
 General Density 26-50% 1-25% 26-50% 26-50% 1-25% 26-50% 1-25% 1-25% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 100% 100% 100% 

 

Reviewed by:     
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Laboratory Analysis Report                                           

46309 Warm Springs Blvd.
Fremont, CA 94539-7028
Phone: (510) 979-1979; Fax: (510) 668-1980 
www.aemtek.com; labreports@aemtek.com

Submitted to:  MECA Consulting, Inc.  
 620 Contra Costa Blvd., Suite 102  
 Pleasant Hill, CA 94523  

Attn:  Mariah Batt  

 

Aemtek No:     910319   

  

Purpose:    The purpose of this report is to present laboratory
results obtained by analyzing the samples submitted to Aemtek,
Inc. The report includes this cover and the data sheet (s).
Limitations:    The test results presented in this report are only
related to the samples supplied by the client and analyzed by
Aemtek. This report shall not be reproduced, except in full,
without written authorization of Aemtek. Aemtek shall have no
liability to anyone with respect to any interpretations or uses of
the laboratory report, decisions made or actions taken as a
result of or based on the data reported. In no event shall
Aemtek’s liability with respect to the reported test results
exceed the amount paid for the project by the client to Aemtek.
Sample information:    Sample identification, location, volume,
weight, and area are from the client’s Chain of Custody. Unless
specifically noted, the samples were received in acceptable 
condition.
Significant figures:    Because of the nature of the biological
samples and analytical methods, the number of significant
figures should generally be one or two, although the actual
calculation results are reported. 
Sample Custody:    Samples accepted by Aemtek shall remain
the property of client while in the custody of Aemtek. Aemtek
shall retain preparations of direct exam samples for 30 days
and culturable samples for 7 days following the date of issuing
this report. After the retention period, the samples shall be
sterilized and discarded, unless otherwise requested by the
client. 
Confidentiality:   Aemtek shall not provide analytical results or
client’s project information to any party other than the client,
unless requested by the client, in writing, or by law.
About Aemtek:    Aemtek, Inc. is an environmental microbiology
laboratory providing reliable, fast, and expert laboratory
services for the detection, identification, and analysis of
microorganisms. We are committed to excellence in quality,
service, and technology. All analysts are experienced Ph.D.
specialists. The laboratory is accredited by the American
Industrial Hygiene Association (AIHA) in the Environmental
Microbiology Laboratory Accreditation Program (EMLAP Lab 
#167620). 

            

Project ID : 16010.2050   

Location : Hearst E.S. PUSD   

P.O. Number : 4959   

    

Sampling Date : October 28, 2009   

Sample Received : October 30, 2009   

Data Reported : November 3, 2009   

  

Approved by : 
  

  

Dr. Florence Wu Dr. Steven Huang 

Principal Mycologist Laboratory Director 

   

  
Aemtek Laboratory Report, Cover Sheet  

 

                                        

Note: This report, e-mailed or faxed, contains information that is confidential, proprietary and/or privileged. It is intended only for the company/individual(s) to whom it is
addressed. If you are not the intended recipient, please immediately delete/destroy this report and notify Aemtek at 510-979-1979. Thank you for your cooperation. 



Laboratory Analysis Report   

Data Sheet Aemtek No. 910319 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst E.S. PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.28.701 09.10.28.702 09.10.28.703 09.10.28.704 09.10.28.705
 Location Pre-Outdoor Classroom B1 Classroom B2 Classroom B3 Classroom B4 
 Air Volume (L) 75 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria - - - 18 234 3 4 52 1 3 39 3 - - - 
 Ascospores 1 13 0 2 26 0 1 13 0 - - - - - - 
 Aspergillus/Penicillium-like 47 611 15 32 416 6 59 767 17 25 325 21 19 247 22 
 Basidiospores 11 143 3 9 117 2 6 78 2 - - - 1 13 1 
 Beltrania - - - - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - 2 26 0 2 26 1 - - - - - - 
 Botrytis - - - - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - - - - 
 Cladosporium 183 2379 57 251 3263 48 194 2522 57 49 637 42 42 546 48 
 Curvularia - - - 2 26 0 - - - - - - 1 13 1 
 Epicoccum 2 26 1 8 104 2 - - - - - - - - - 
 Ganoderma - - - - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 2 26 1 121 1573 23 11 143 3 4 52 3 1 13 1 
 Nigrospora - - - 1 13 0 1 13 0 - - - - - - 
 Oidium - - - - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - - - - 
 Torula 2 26 1 2 26 0 1 13 0 - - - - - - 
 Ulocladium - - - - - - - - - - - - - - - 
 Other hyaline spores 62 806 19 22 286 4 13 169 4 19 247 16 18 234 20 
 Other colored spores - - - 1 13 0 1 13 0 - - - - - - 
 Hyphal fragments 13 169 4 47 611 9 45 585 13 18 234 15 6 78 7 
 Total 323 4199 100 518 6734 100 338 4394 100 118 1534 100 88 1144 100 

 Pollen/m - - - - - 

 Insect or dust mite parts/m - - 13 - - 

 Detection Limit (spores/m  ) 13 13 13 13 13 
 General Density 1-25% 51-75% 51-75% 26-50% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 28 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910319 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst E.S. PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.28.706 09.10.28.707 09.10.28.708 09.10.28.709
 Location Classroom B5 Classroom B6 Classroom B7 Classroom B8 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria 2 26 4 18 234 5 1 13 1 - - - 
 Ascospores - - - - - - - - - - - - 
 Aspergillus/Penicillium-like 13 169 23 46 598 12 21 273 18 36 468 26 
 Basidiospores 1 13 2 2 26 1 2 26 2 3 39 2 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - 2 26 1 - - - - - - 
 Botrytis - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - 
 Cladosporium 25 325 45 132 1716 34 47 611 40 69 897 49 
 Curvularia - - - 2 26 1 - - - 1 13 1 
 Epicoccum - - - 4 52 1 - - - 1 13 1 
 Ganoderma - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut - - - 142 1846 37 9 117 8 2 26 1 
 Nigrospora - - - 1 13 0 - - - - - - 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - 
 Stemphylium - - - 1 13 0 - - - - - - 
 Torula - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 9 117 16 11 143 3 28 364 24 18 234 13 
 Other colored spores - - - - - - - - - - - - 
 Hyphal fragments 6 78 11 27 351 7 10 130 8 11 143 8 
 Total 56 728 100 388 5044 100 118 1534 100 141 1833 100 

 Pollen/m - 13 - - 

 Insect or dust mite parts/m - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 1-25% 51-75% 26-50% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 28 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910319 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst E.S. PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.28.710 09.10.28.711 09.10.28.712 09.10.28.713
 Location Classroom B9 Classroom B10 Classroom B11 Classroom B12 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria - - - 1 13 1 - - - 1 13 1 
 Ascospores - - - 1 13 1 - - - - - - 
 Aspergillus/Penicillium-like 43 559 64 51 663 30 23 299 21 31 403 30 
 Basidiospores - - - 4 52 2 3 39 3 - - - 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - 
 Cladosporium 11 143 16 87 1131 51 63 819 56 45 585 43 
 Curvularia - - - 1 13 1 - - - - - - 
 Epicoccum - - - - - - - - - - - - 
 Ganoderma - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 1 13 1 10 130 6 4 52 4 4 52 4 
 Nigrospora - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - 
 Torula - - - - - - - - - 1 13 1 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 10 130 15 11 143 7 13 169 12 14 182 13 
 Other colored spores - - - - - - - - - 1 13 1 
 Hyphal fragments 2 26 3 3 39 2 6 78 5 8 104 8 
 Total 67 871 100 169 2197 100 112 1456 100 105 1365 100 

 Pollen/m - - - 13 
 Insect or dust mite parts/m - 13 - - 

 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 1-25% 26-50% 26-50% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 28 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910319 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst E.S. PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.28.714 09.10.28.715 09.10.28.716 09.10.28.717
 Location Classroom B17 Classroom B18 Classroom B20 Post Out 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria 3 39 3 - - - 1 13 2 3 39 0 
 Ascospores - - - - - - - - - 2 26 0 
 Aspergillus/Penicillium-like 32 416 30 6 78 27 17 221 26 58 754 9 
 Basidiospores - - - 1 13 5 3 39 5 74 962 12 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - 
 Cladosporium 46 598 43 8 104 36 34 442 52 386 5018 63 
 Curvularia - - - - - - - - - - - - 
 Epicoccum 1 13 1 - - - - - - - - - 
 Ganoderma - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 9 117 8 - - - 1 13 2 2 26 0 
 Nigrospora - - - - - - - - - 1 13 0 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 8 104 7 7 91 32 6 78 9 67 871 11 
 Other colored spores 1 13 1 - - - - - - - - - 
 Hyphal fragments 7 91 7 - - - 4 52 6 21 273 3 
 Total 107 1391 100 22 286 100 66 858 100 614 7982 100 

 Pollen/m 13 - 26 - 

 Insect or dust mite parts/m - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 26-50% 1-25% 1-25% 1-25% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 10 / 28 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910319 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst E.S. PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.28.701 09.10.28.702 09.10.28.703 09.10.28.704 09.10.28.705 09.10.28.706 09.10.28.707 09.10.28.708 09.10.28.709
 Location Pre-Outdoor Classroom B1 Classroom B2 Classroom B3 Classroom B4 Classroom B5 Classroom B6 Classroom B7 Classroom B8 
 Air Volume (L) 75 75 75 75 75 75 75 75 75 

 Fungal Identification Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m
 Alternaria - 234 52 39 - 26 234 13 - 
 Ascospores 13 26 13 - - - - - - 
 Aspergillus/Penicillium-like 611 416 767 325 247 169 598 273 468 
 Basidiospores 143 117 78 - 13 13 26 26 39 
 Beltrania - - - - - - - - - 
 Bipolaris/Dreschlera - 26 26 - - - 26 - - 
 Botrytis - - - - - - - - - 
 Cercospora - - - - - - - - - 
 Chaetomium - - - - - - - - - 
 Cladosporium 2379 3263 2522 637 546 325 1716 611 897 
 Curvularia - 26 - - 13 - 26 - 13 
 Epicoccum 26 104 - - - - 52 - 13 
 Ganoderma - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 26 1573 143 52 13 - 1846 117 26 
 Nigrospora - 13 13 - - - 13 - - 
 Oidium - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - 
 Pithomyces - - - - - - - - - 
 Stachybotrys - - - - - - - - - 
 Stemphylium - - - - - - 13 - - 
 Torula 26 26 13 - - - - - - 
 Ulocladium - - - - - - - - - 
 Other hyaline spores 806 286 169 247 234 117 143 364 234 
 Other colored spores - 13 13 - - - - - - 
 Hyphal fragments 169 611 585 234 78 78 351 130 143 
 Total 4199 6734 4394 1534 1144 728 5044 1534 1833 

 Pollen/m - - - - - - 13 - - 

 Insect or dust mite parts/m - - 13 - - - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 13 13 13 13 13 
 General Density 1-25% 51-75% 51-75% 26-50% 26-50% 1-25% 51-75% 26-50% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 100% 100% 100% 100% 

 

Reviewed by:     
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Laboratory Analysis Report   

Data Sheet Aemtek No. 910319 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst E.S. PUSD 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 09.10.28.710 09.10.28.711 09.10.28.712 09.10.28.713 09.10.28.714 09.10.28.715 09.10.28.716 09.10.28.717  

 Location
Classroom 

B9
Classroom 

B10
Classroom 

B11
Classroom 

B12
Classroom 

B17
Classroom 

B18
Classroom 

B20
Post Out Classroom

B10 
 Air Volume (L) 75 75 75 75 75 75 75 75 - 

 Fungal Identification Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m
 Alternaria - 13 - 13 39 - 13 39 - 
 Ascospores - 13 - - - - - 26 - 
 Aspergillus/Penicillium-like 559 663 299 403 416 78 221 754 - 
 Basidiospores - 52 39 - - 13 39 962 - 
 Beltrania - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - 
 Botrytis - - - - - - - - - 
 Cercospora - - - - - - - - - 
 Chaetomium - - - - - - - - - 
 Cladosporium 143 1131 819 585 598 104 442 5018 - 
 Curvularia - 13 - - - - - - - 
 Epicoccum - - - - 13 - - - - 
 Ganoderma - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 13 130 52 52 117 - 13 26 - 
 Nigrospora - - - - - - - 13 - 
 Oidium - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - 
 Pithomyces - - - - - - - - - 
 Stachybotrys - - - - - - - - - 
 Stemphylium - - - - - - - - - 
 Torula - - - 13 - - - - - 
 Ulocladium - - - - - - - - - 
 Other hyaline spores 130 143 169 182 104 91 78 871 - 
 Other colored spores - - - 13 13 - - - - 
 Hyphal fragments 26 39 78 104 91 - 52 273 - 
 Total 871 2197 1456 1365 1391 286 858 7982 - 

 Pollen/m - - - 13 13 - 26 - - 
 Insect or dust mite parts/m - 13 - - - - - - - 
 Detection Limit (spores/m  ) 13 13 13 13 13 13 13 13 - 
 General Density 1-25% 26-50% 26-50% 26-50% 26-50% 1-25% 1-25% 1-25% - 
 % of Trace Analyzed 100% 100% 100% 100% 100% 100% 100% 100% - 

 

Reviewed by:     
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Laboratory Analysis Report                                           

46309 Warm Springs Blvd.
Fremont, CA 94539-7028
Phone: (510) 979-1979; Fax: (510) 668-1980 
www.aemtek.com; labreports@aemtek.com

Submitted to:  MECA Consulting, Inc.  
 620 Contra Costa Blvd., Suite 102  
 Pleasant Hill, CA 94523  

Attn:  Mariah Batt  

 

Aemtek No:     911139   

  

Purpose:    The purpose of this report is to present laboratory
results obtained by analyzing the samples submitted to Aemtek,
Inc. The report includes this cover and the data sheet (s).
Limitations:    The test results presented in this report are only
related to the samples supplied by the client and analyzed by
Aemtek. This report shall not be reproduced, except in full,
without written authorization of Aemtek. Aemtek shall have no
liability to anyone with respect to any interpretations or uses of
the laboratory report, decisions made or actions taken as a
result of or based on the data reported. In no event shall
Aemtek’s liability with respect to the reported test results
exceed the amount paid for the project by the client to Aemtek.
Sample information:    Sample identification, location, volume,
weight, and area are from the client’s Chain of Custody. Unless
specifically noted, the samples were received in acceptable 
condition.
Significant figures:    Because of the nature of the biological
samples and analytical methods, the number of significant
figures should generally be one or two, although the actual
calculation results are reported. 
Sample Custody:    Samples accepted by Aemtek shall remain
the property of client while in the custody of Aemtek. Aemtek
shall retain preparations of direct exam samples for 30 days
and culturable samples for 7 days following the date of issuing
this report. After the retention period, the samples shall be
sterilized and discarded, unless otherwise requested by the
client. 
Confidentiality:   Aemtek shall not provide analytical results or
client’s project information to any party other than the client,
unless requested by the client, in writing, or by law.
About Aemtek:    Aemtek, Inc. is an environmental microbiology
laboratory providing reliable, fast, and expert laboratory
services for the detection, identification, and analysis of
microorganisms. We are committed to excellence in quality,
service, and technology. All analysts are experienced Ph.D.
specialists. The laboratory is accredited by the American
Industrial Hygiene Association (AIHA) in the Environmental
Microbiology Laboratory Accreditation Program (EMLAP Lab 
#167620). 

            

Project ID : 16010.2050   

Location : Hearst ES   

P.O. Number : 5002   

    

Sampling Date : November 10, 2009   

Sample Received : November 13, 2009   

Data Reported : November 17, 2009   

  

Approved by : 
  

  

Dr. Florence Wu Dr. Steven Huang 

Principal Mycologist Laboratory Director 

   

  
Aemtek Laboratory Report, Cover Sheet  

 

                                        

Note: This report, e-mailed or faxed, contains information that is confidential, proprietary and/or privileged. It is intended only for the company/individual(s) to whom it is
addressed. If you are not the intended recipient, please immediately delete/destroy this report and notify Aemtek at 510-979-1979. Thank you for your cooperation. 



Laboratory Analysis Report   

Data Sheet Aemtek No. 911139 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 091110-801 091110-802 091110-803 091110-804 091110-805

 Location
Pre -

Outside Air
B21 B22 B23 B24 

 Air Volume (L) 75 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria 3 39 0 - - - - - - - - - - - - 
 Ascospores 13 169 1 1 13 1 - - - - - - - - - 
 Aspergillus/Penicillium-like 37 481 3 26 338 30 18 234 34 31 403 25 28 364 54 
 Basidiospores 608 7904 54 3 39 3 3 39 6 4 52 3 2 26 4 
 Beltrania - - - - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - - - - 
 Chaetomium 1 13 0 - - - - - - - - - - - - 
 Cladosporium 74 962 7 9 117 10 18 234 34 52 676 42 6 78 12 
 Curvularia - - - - - - - - - - - - - - - 
 Epicoccum - - - - - - - - - - - - - - - 
 Ganoderma 1 13 0 - - - - - - - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 2 26 0 6 78 7 - - - 2 26 2 - - - 
 Nigrospora - - - - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - - - - 
 Other hyaline spores 369 4797 33 41 533 48 10 130 19 34 442 27 16 208 31 
 Other colored spores - - - - - - - - - - - - - - - 
 Hyphal fragments 8 104 1 - - - 4 52 8 1 13 1 - - - 

 Total 1116 14508 100 86 1118 100 53 689 100 124 1612 100 52 676 100 

 Pollen/m - 13 - 13 - 

 Insect or dust mite parts/m - - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 13 
 General Density 51-75% 26-50% 1-25% 51-75% 1-25% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 11 / 10 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 911139 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 091110-806 091110-807 091110-808 091110-809 091110-810
 Location B25 B26 B27 B28 Library Area 
 Air Volume (L) 75 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria - - - - - - 1 13 0 - - - 2 26 2 
 Ascospores - - - - - - 5 65 1 1 13 0 - - - 
 Aspergillus/Penicillium-like 29 377 15 10 130 45 48 624 14 19 247 8 32 416 25 
 Basidiospores 4 52 2 - - - 26 338 7 31 403 13 5 65 4 
 Beltrania - - - - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - - - - 
 Botrytis - - - - - - - - - - - - - - - 
 Cercospora - - - - - - - - - - - - - - - 
 Chaetomium - - - - - - - - - - - - - - - 
 Cladosporium 61 793 32 3 39 14 123 1599 35 34 442 14 27 351 21 
 Curvularia - - - - - - - - - - - - - - - 
 Epicoccum - - - - - - - - - - - - - - - 
 Ganoderma - - - - - - 1 13 0 - - - 1 13 1 
 Myxomycetes/Periconia/Rust/Smut 7 91 4 - - - 8 104 2 - - - 19 247 15 
 Nigrospora - - - - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - - - - 
 Stachybotrys - - - - - - - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - - - - 
 Torula - - - - - - - - - - - - - - - 
 Ulocladium - - - - - - - - - - - - - - - 
 Other hyaline spores 87 1131 46 9 117 41 134 1742 39 158 2054 65 39 507 31 
 Other colored spores - - - - - - 1 13 0 - - - - - - 
 Hyphal fragments 2 26 1 - - - 1 13 0 - - - 1 13 1 
 Total 190 2470 100 22 286 100 348 4524 100 243 3159 100 126 1638 100 

 Pollen/m 13 - - - 13 
 Insect or dust mite parts/m - - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 13 
 General Density 51-75% 1-25% 51-75% 1-25% 26-50% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 11 / 10 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 911139 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 091110-811 091110-812 091110-813 091110-814

 Location Kindergarten 1 Kindergarten 2
Kids

Day Care Area
Post -

Outside Air 
 Air Volume (L) 75 75 75 75 

  Fungal Identification Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total Count Spores/m % of Total 

 Alternaria - - - - - - - - - 2 26 0 
 Ascospores 3 39 1 1 13 0 5 65 2 14 182 1 
 Aspergillus/Penicillium-like 33 429 14 14 182 6 22 286 7 53 689 4 
 Basidiospores 10 130 4 59 767 27 67 871 23 412 5356 31 
 Beltrania - - - - - - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - - - - - - 
 Botrytis - - - - - - - - - 1 13 0 
 Cercospora - - - - - - - - - - - - 
 Chaetomium - - - 1 13 0 - - - - - - 
 Cladosporium 86 1118 36 25 325 12 48 624 16 206 2678 15 
 Curvularia - - - - - - - - - - - - 
 Epicoccum - - - - - - - - - - - - 
 Ganoderma - - - - - - - - - 1 13 0 
 Myxomycetes/Periconia/Rust/Smut 4 52 2 2 26 1 4 52 1 17 221 1 
 Nigrospora - - - - - - - - - - - - 
 Oidium - - - - - - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - - - - - - 
 Pithomyces - - - - - - - - - - - - 
 Stachybotrys 1 13 0 - - - - - - - - - 
 Stemphylium - - - - - - - - - - - - 
 Torula - - - - - - - - - 2 26 0 
 Ulocladium - - - - - - - - - - - - 
 Other hyaline spores 103 1339 43 112 1456 52 145 1885 49 621 8073 46 
 Other colored spores - - - 1 13 0 - - - - - - 
 Hyphal fragments 1 13 0 2 26 1 4 52 1 11 143 1 
 Total 241 3133 100 217 2821 100 295 3835 100 1340 17420 100 

 Pollen/m - - - - 

 Insect or dust mite parts/m - - 26 - 

 Detection Limit (spores/m  ) 13 13 13 13 
 General Density 51-75% 26-50% 26-50% 51-75% 
 % of Trace Analyzed 100% 100% 100% 100% 

Method ID: Aemtek SOP AF101
Sampling Date: 11 / 10 / 2009
Analysis Performed by: Kirandeep Khinda

Direct microsopy detection limit: One spore or one hyphal fragment per sample 
Reviewed By: 
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Laboratory Analysis Report   

Data Sheet Aemtek No. 911139 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 091110-801 091110-802 091110-803 091110-804 091110-805 091110-806 091110-807

 Location
Pre -

Outside Air
B21 B22 B23 B24 B25 B26 

 Air Volume (L) 75 75 75 75 75 75 75 

 Fungal Identification Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m
 Alternaria 39 - - - - - - 
 Ascospores 169 13 - - - - - 
 Aspergillus/Penicillium-like 481 338 234 403 364 377 130 
 Basidiospores 7904 39 39 52 26 52 - 
 Beltrania - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - 
 Botrytis - - - - - - - 
 Cercospora - - - - - - - 
 Chaetomium 13 - - - - - - 
 Cladosporium 962 117 234 676 78 793 39 
 Curvularia - - - - - - - 
 Epicoccum - - - - - - - 
 Ganoderma 13 - - - - - - 
 Myxomycetes/Periconia/Rust/Smut 26 78 - 26 - 91 - 
 Nigrospora - - - - - - - 
 Oidium - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - 
 Pithomyces - - - - - - - 
 Stachybotrys - - - - - - - 
 Stemphylium - - - - - - - 
 Torula - - - - - - - 
 Ulocladium - - - - - - - 
 Other hyaline spores 4797 533 130 442 208 1131 117 
 Other colored spores - - - - - - - 
 Hyphal fragments 104 - 52 13 - 26 - 
 Total 14508 1118 689 1612 676 2470 286 

 Pollen/m - 13 - 13 - 13 - 

 Insect or dust mite parts/m - - - - - - - 

 Detection Limit (spores/m  ) 13 13 13 13 13 13 13 
 General Density 51-75% 26-50% 1-25% 51-75% 1-25% 51-75% 1-25% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 100% 100% 

 

Reviewed by:     
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Laboratory Analysis Report   

Data Sheet Aemtek No. 911139 
  

Submitted to : 
MECA Consulting, Inc. 

Pleasant Hill, CA 94523 

46309 Warm Springs Blvd. Project ID :  16010.2050 
Fremont, CA 94539 Project Location :  Hearst ES 
Phone: 510-979-1979 Analysis Performed :   Fungal Direct Examination (FDE) 
Fax: 510-668-1980 Sample Type :   Air, Spore Slit Impaction Cassettes 

  Sample ID 091110-808 091110-809 091110-810 091110-811 091110-812 091110-813 091110-814

 Location B27 B28 Library Area Kindergarten 1 Kindergarten 2
Kids

Day Care Area
Post -

Outside Air 
 Air Volume (L) 75 75 75 75 75 75 75 

 Fungal Identification Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m Spores/m
 Alternaria 13 - 26 - - - 26 
 Ascospores 65 13 - 39 13 65 182 
 Aspergillus/Penicillium-like 624 247 416 429 182 286 689 
 Basidiospores 338 403 65 130 767 871 5356 
 Beltrania - - - - - - - 
 Bipolaris/Dreschlera - - - - - - - 
 Botrytis - - - - - - 13 
 Cercospora - - - - - - - 
 Chaetomium - - - - 13 - - 
 Cladosporium 1599 442 351 1118 325 624 2678 
 Curvularia - - - - - - - 
 Epicoccum - - - - - - - 
 Ganoderma 13 - 13 - - - 13 
 Myxomycetes/Periconia/Rust/Smut 104 - 247 52 26 52 221 
 Nigrospora - - - - - - - 
 Oidium - - - - - - - 
 Pestalotiopsis/Pestalotia-like - - - - - - - 
 Pithomyces - - - - - - - 
 Stachybotrys - - - 13 - - - 
 Stemphylium - - - - - - - 
 Torula - - - - - - 26 
 Ulocladium - - - - - - - 
 Other hyaline spores 1742 2054 507 1339 1456 1885 8073 
 Other colored spores 13 - - - 13 - - 
 Hyphal fragments 13 - 13 13 26 52 143 
 Total 4524 3159 1638 3133 2821 3835 17420 

 Pollen/m - - 13 - - - - 

 Insect or dust mite parts/m - - - - - 26 - 

 Detection Limit (spores/m  ) 13 13 13 13 13 13 13 
 General Density 51-75% 1-25% 26-50% 51-75% 26-50% 26-50% 51-75% 
 % of Trace Analyzed 100% 100% 100% 100% 100% 100% 100% 

 

Reviewed by:     
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